PROJECT REFERENCE NO. SHEET NO.
W-5103A Sig. 8.1
EDI MODEL 2010ECL-NC CONFLICT MONITOR
PROGRAMMING DETAIL NOTES
(remove jumpers and set switches as shown)
1. To prevent “flash-conflict” problems. insert red flash
0 ENAI?\:Z OFF program blocks for all unused vehicle load switches in SIGNAL HEAD HOOK-UP CHART
L . . . .
% the output file. The installer shall verify that signal aii20 | s1|s2|s2p| 53| s4|sap| 55| s6|sep| s7 | ss|sep|sa|sie|si|siz| s3] si4
SW2 heads flash in accordance with the Signal Plans. . .
ON > iase | 1| 2 [p2p| 3| 4 |pen| B | 6 |pEn| 7 8 | pep|OLA | OLB |sPare| OLC | OLD |spare
Y RF 2010 —— 2. Ensure that Red Enable is active at all times during -
RP DISABLE h normal operation. To prevent Red Failures on unused oo, | MU [2122) % [ Nu [ oNu [ Nu [N | N | N A (7273 N N N | NN N | 7| N
REMOVE DIODE JUMPERS 2-12 AND T7-I12. WD 1.0 SEC 5 monitor channels, tie unused red monitor inputs 1.3.4,
B |- GY ENABLE — . RED 128 122
B | sF#1 POLARITY S 5+6+8+9+10,11,13,+14,15 & 16 to load switch AC+ per the
o g:LEDguord =} cabinet manufacturer s instructions. YELLOW 129
pu— RF SSM e
f ?% Q% ‘7'% ?% ?% F% ?% ¢% ‘P% '.\% ‘P% @% ‘.’% rp% ‘."% pr— I A7) (;QMPA(;Tﬂ 3. Enable Simultaneous Gap-0Out for all phases. GREEN 130
;~~~~~O~~~~~~~~~ S— .::FYA1:9 P . . L . RED ;
7% 9% g% 3% g% o :§ g% 0.% m% ,\% w% m% v% o,,% — W |—FYA 3-10 > 4. Program phase 2 for Variable Initial and Gap Reduction. ARROW Al0!
0@ A® A® A® A® A0 A A® A® A® A® Ad Ad A & — Bl |—FYA 5-11 ; ELLow
z Q% ?% 9% e% :% 9% u% :% 9% 0‘% oo% ,\% m% m% ¢% veriow oisenre et [ TEFYA 712 5. Program phase 2 for Start Up In Green. ARROW 123 alez
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% ,T,% Q% $§ 9% Q% 1% Qé g% :% Q% w% w% '\% m% m% 010600 2 6 — % | — 6. Program phase 2 for Yellow Flash. —
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O .9 <0 .0 o onooszo g = M]3 7. The cabinet and controller are part of the Wilmington
a 7% 7% 7% T% g% Q% $§ ?% ‘,}'% F% g% o:% ola% 'T% gp% 01200 4 O = o Y 5, Signal System. NU = Not Used
O Yo Y0 Yo Yo 00 00 0® n® 0® 0® 0® 0® 0O 0n® 1n ams 0 W 5 o
= 0130050 o= 2 W 6 % Denotes S2P-Y used to control firehouse preempt indicator lamp.
z ('."\l% Q% ;% ?% ?% 9% Q% 3% Q% ﬁ% :% 9% o*% oo% r\% = z C__ 7 See Sheet 3 of this electrical detail.
O =@ =& =6 =& =6 H& & H& & L& V& ©& ©vé L& & ©C140060 i . .
O c _ls8 — %k See pictorial of head wiring in detail below.
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COMPONENT SIDE .:I 13 &
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REMOVE JUMPERS AS SHOWN —m [N 4 SECTION FYA PPLT SIGNAL WIRING DETAIL
NOTES: 16 (wire signal heads as shown)
1. Card is provided with all diode jumpers in place. Removal Il = DENOTES POSITION
of any jumper allows its channels to run concurrently. OF SWITCH
OLD RED (Al1@D
2. Make sure jumpers SEL2-SEL5 are present on the monitor board.
OLD YELLOW (AIGZ)—@
INPUT FILE POSITION LAYOUT o R ©
EQUIPMENT INFORMATION
(front view) @7 GREEN (124)—@
CONTROLLER.: et eeveee...2070L
L 2 3 4 S 5 / 8 9 10 11 12 13 14 CABINET ¢eeeeveeveeeesMcCain 332 with Aux 71
S @ 2 S S S S S S |Sys.| s S S S FS SOFTWARE ..............ECONOLITE OASIS 3.02.20 OR LATER
ciig Y G G G G G G o |DET.| g G G G oc CABINET MOUNT..+.......BASE NOTE: The sequence display for these signals requires
o L e A O - A B i OUTPUT FILE POSITIONS..18 (12-STD. 6-AUX) D O G T g s 0 Sheet 4 of
| Wolg2 | B | B | B | R | B | R[S R | B | R | R[S LOAD SWITCHES USED.....S2.S2P%,S7.513
L T T T T T T T : T T T T oc PHASES USED¢eeeeeeeeeaalol
2B S2
Y Y ! Y Y ! ! ! Y ! Y [ISOLATOR OVERLAP A..vvveewwe....NOT USED
E E E E ¢7 ¢7 E E SYS. S S E E NOT OVERLAP BooooooooooooooNOT USED
U O O O O O O DET. lﬁ lc-) O O OVERLAP CooooooooooooooNOT USED
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FILE T T T T 70 7B T T S3 T T T T OVERLAP Devieveveeveeea 247
o E E E E E E E E E E
PREZ2
J - - T - 2 I R - o < - - O * Denotes used for special operation.
! ! ! T |USED| ¢ Y T |USED| T ! Y U S, (EV Preemption Confirmation)
EX.: 1A, 2A, ETC. = LOOP NO.’S FS = FLASH SENSE
ST = STOP TIME
PRE = PREEMPT
REVISION \g/ SEAL
INPUT FILE CONNECTION & PROGRAMMING CHART
LOAD RESISTOR THIS ELECTRICAL DETAIL IS FOR \\\\\\“‘CAR"é//,,/I
INPUT FULL THE SIGNAL DESIGN: 03-1021 SRS Sign £ 2,
LOOP | INPUT |PIN DETECTOR | NEMA STRETCH|DELAY INSTALLATION DETAIL Sl
LOOP NO-\ TERMINAL |FILE Pos.| NO.| ASSTBNMENT | ™ g, | pragE | CALL EXTEND) HIME " riMe™ | TiME S 0 DESIGNED: March 2008 SRV g VR
: SEALED: June 19, 2008 E 022013 i =
2A TB2-5,6 12U 39 1 2 2 Y Y - - - z on RS
ACCEPTABLE_VALUES PHASE 2 WALK REVISED: 7/2@/2015 EXPRITIRTARINN
28 TB2-7.8 12L | 43 5 12 2 Y Y - - - VALUE_(ohms) | WATTAGE FIELD TERMINAL (115) 2 P 0."5’31'&“%@\\“
* 74 TB85-5.6 J5U 57 19 U U Y Y . - 10 15K - 1K | 25W (min) ""u”...lcu‘n“‘\
78 TB5-9,10 Jeu 42 4 8 7 Y Y - - 15 20K - 30K [10W (min) | pecusigned by
7C TB5-11,12 J6L 46 8 18 7 Y Y - - 15 . . JAW C_. Baswn 7/30/2015
* % Sl TBG'q.lg 19U 60 22 11 SYS - = = - - Elec.tr\lcal Detall B Sheet 1 Of 5 —— F12601EDOBEB434... DATE
*%S2 TB6-11,12 9L 62 24 13 SYS - - - - - AC- ELECTRICAL AND PROGRAMMING US 421 (CaPOlina Beach Road) SEAL
% %53 T87-9,10 Jau |59 21 15 SYS - - - - - PETAILS FOR: at
Prepared in the Offices of: This document originally
* Disable delagy on this loop during Alternate Phase operation (See Sheet 5 of 5). ? ' The Kings Hwy. issued and sealed by
*% System detector only. Remove the vehicle phase assigned to this detector in Division 3 New Hanover County Myrtle Grove F. Royal Hinshaw, #032117,
the default programming. AN DATE: Warch 2008 FT— on 8-12-08. This media shall
- not be considered a
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